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) @ Firefly

SIDE WALL

UPPER SOFFIT

MINIMUM OF 100mm OVERLAP OF
FIREFLY™ FOLDED BACK TO COVER
ANGLE, SECURED BY FIREFLY™ HTA AND
SCREWED INTO ANGLE AFTER THE FIXING.

METALLIC PENETRATION TUBE

ENSURE THERE IS A MINIMUM
C OF 100mm OVERLAP OF
MATERIAL AFTER THE FIXING

FIREFLY™ PHOENIX
BARRIER

BUTT JOINT FIXED

WITH 2 ROWS OF 12mm
STAPLES EVERY 50mm AND
OUT ROW AT 150mm CENTRES

LOWER
PERIMETER

PLEAT JOINT FIXED
WITH 3 ROWS OF
STAPLES EVERY 50mm

DETAIL A

B FIREFLY™ COLLAROLL
FOR PENETRATION.

25mm X 25mm X 0.7mm MIN THICK
CONTINUOUS GALVANISED ANGLE
FIXED AT 250mm CENTRES USING
FIRE RATED FIXINGS.
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